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LAKE COUNTY, ILLINOIS

DRIP SYSTEM LAYOUT
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NOTE:  DRIP TUBING IS TO BE BURRIED 3" EXISTING SOIL
            5" NON-COMPACTED TOPSOIL FROM SITE TO BE
            PLACED ON TOP OF EXISTING SOIL
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       LAKE COUNTY
   INDIVIDUAL SYSTEM
   DISPOSAL SYSTEM
         DESIGNER

LIC. EXP. 12/31/2006

LEGEND

SEWER LINE

BORING LOCATION

SEPTIC DRIP FIELD AREA

DESIGNATES EXPANSION AREA

NOTES:

1)  SOIL BORINGS PER MCHENRY COUNTY SOIL AND WATER
     CONSERVATION DISTRICT - BOB OJA
2) CONTOUR LINES PER MANHARD ASSOCIATES
3}  ALL DISTANCES ARE IN FEET AND DECIMALS THEREOF
     UNLESS STATED OTHERWISE.
4)  THERE ARE NO WELLS WITHIN 200 FEET OF THE DRIP
      DISPERSAL FIELDS INCLUDING OFF SITE WELLS.
5)  ALL DRIP TUBING SHALL BE 2' ON CENTERS. (EXAMPLE
     FOR A 20' WIDE DRIP ZONE THERE SHALL BE 10 LATERALS)
6)  DRIP AREA REQUIRED = 34,833 SQ. FT.
     DRIP AREA PROVIDED = 34,833 SQ. FT.
     FUTURE EXPANSION AREAS ARE OVER 34,833 SQ. FT.
      

FOR DETAILS OF
MEDIA & PUMP ASSEMBLIES
SEE PAGE 7

FOR DETAILS OF DRIP FIELD
SEE PAGE 4
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PROPERTY LINE

Boring   Soil           Limiting    0.40 Load
   #       Series          Layer          Rate
                               (inches)      (inches)
9B       Askhum           12"             30"
10B     Morley             31"             28"
11B     Markham         22"             22"
19B     Morley             23"             23"
20B     Morley             18"             24"
21B     Elliott               15"             26"
22B     Morley             24"             24"
23B     Morley             34"             34"
24B     Morley             26"             24"
53B     Morley             25"             25"
54B     Varna              28"             28"
55B     Markham         28"             27"
56B     Morley             26"             27"
57B     Markham         29"             28"
58B     Morley             33"             29"
59B     Morley             32"             29"
60B     Morley             34"             27"
61B     Morley             31"             31"
62B     Morley             30"             30"
63B     Morley             39"             41"
64B     Morley             33"             28"
65B     Morley             37"             30"
66B     Morley             36"             26"
67B     Morley             32"             30"
68B     Morley             27"             27"
69B     Morley             25"             25"
70B     Morley             30"             26"
71B     Morley             34"             27"
72B     Morley             24"             25"
73B     Morley             35"             26"
93B     Markham         27"             27"
94B     Varna               29"             29"
95B     Morley             27"             27"
96B     Markham         29"             27"
97B     Morley             29"             29"
98B     Morley             32"             32"
99B     Morley             36"             29"
100B   Morley             33"             27"
101B   Morley             35"             29"
102B   Morley             22"             23"

Existing
Residence

10'

PSD (Pressure sustaining device)
roll seal valve


